1Q/2002 Performance Indicators - Salem 1

Salem 1

1Q/2002 Performance Indicators

Licensee's General Comments: none

Unplanned Scrams per 7000 Critical Hrs
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Thresholds: White = 3.0 Yellow = 6.0 Red = 25.0

Notes

|[Unplanned Scrams per 7000 critical Hrs|[20/00][3Q/00][4q/00|[10/01][20/01][30/01][aq/01][10/02]

|unplanned scrams [ 1.0 1.0/ 1.0 ol 10| 10 of| ol
[critical hours |[2103.6|[2172.0|[2174.0||2160.0||1141.0]| 2064.0|[ 1854.0|[ 2001.6|
| I I I I I I I I |
[Indicator value [ a8l 27| 33| 24| 27 28] 19| 2.0

Licensee Comments: none
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Scrams with Loss of Normal Heat Removal

20000
JQ00
40000
10001
201
J0m

4001

10002

12

16

20

Thresholds: White = 2.0 Yellow = 10.0 Red = 20.0

Notes

[Scrams with Loss of Normal Heat Removal|[2Q/00]|[3G/00][4q/00|[10/01][20/01][30/01][aq/01][10/02]
[Scrams Lo of o o of 1of of o
| I I I | | | | I |
[Indicator value [l o|| o| o| o|| of| 10| 10| 1.0

=
| 1 1 1 1 =
=

Licensee Comments: none
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Unplanned Power Changes per 7000 Critical Hrs
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Thresholds: White = 6.0

Notes

[unplanned Power changes per 7000 critical Hrs|[2q/00][30/00][40/00][10/01][20/01][30/01][20/01][10/02]
|Unplanned power changes || 2.0” 1.0” 0” 0” 3.0” 2.0” 0|| 4.0|
[critical hours ||2103.6|{ 2172.0|[ 2174.0|[2160.0|[ 1141.0|| 2064.0]|| 1854.0]| 2001.6]
| I I I I I I | | |
[1ndicator value [ 27 27 25| 24 37 46| 48] s9

Licensee Comments:

1Q/02: FAQ’s were submitted for three power reductions that are included in this calculation.
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Safety System Unavailability, Emergency AC Power, >2EDG
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Thresholds: White = 2.5% Yellow = 10.0% Red = 20.0%

Notes

[safety System Unavailability, Emergency AC Power, >2EDG]|| 20/00]| 30/00]| 49/00|[ 16/01]| 29/01]| 30/01]| a0/01][ 10/02]

|Train 1

|Planned unavailable hours

|| s2.80|| 4.80|| 7.00|| 34.80| 16.30|| 4.50|| 4.70|] 3.90|

|Unp|anned unavailable hours || O|| O|| 0|| 4.50” O|| 0|| O|| 9.80|
|Fau|t exposure hours || O|| O|| 0|| 13.10” O|| 0|| O|| O|
|Effective Reset hours | ol| ol| ol| ol| ol| ol| ol| 0|

|Required hours

||2183.00]||2208.00||2209.00]||2160.00|[2183.00|[2208.00|[2209.00]||2160.00|

|Train 2

|Planned unavailable hours

|| 40.20|| 19.90|] s4.80]] 18.30|[ 7.20|] 7.20]] 4.30|] s0.20]

|Unp|anned unavailable hours || O” O|| 0” O” O|| 0” O” 13.10|
[Fault exposure hours I ol| ol| of| o|| s1.90| of| ol| 0|
|Effective Reset hours [ ol| ol| of| ol| ol| of| ol| 0|

|Required hours

||2183.00]|[2208.00||2209.00]||2160.00|[2183.00||2208.00|[2209.00]|[2160.00]

|Train 3

|Planned unavailable hours

|[ 45.20]| s.90|] 7.00|]| 44.60][ 3.80]] 4.30|] 5.50|] 30.60]

|Unp|anned unavailable hours || 0|| 0|| O|| 0|| 1.00|| O|| 0|| 0|
[Fautt exposure hours Lol o of o o of of 0d
|Effective Reset hours || O|| O|| 0|| O|| O|| 0|| O|| O|

|Required hours

|[2183.00][2208.00][2209.00][2160.00][2183.00][2208.00][2209.00][2160.00]

|Indicator value

|| 0.6%| 0.6%|| 0.79%| 0.99%|[ 0.99|] 0.9%|| 0.996| 1.0%)|

Licensee Comments: none
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Safety System Unavailability, High Pressure Injection System [(HPSI)
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Thresholds: White = 1.5% Yellow = 5.0% Red = 10.0%

Notes

[safety System Unavailability, High Pressure Injection System (HPSD|| 2Q/00][ 3q/00]| 40/00]|| 10/01]| 20/01][ 30/01][ 40/01]| 10/02]

[Train 1 | I I | I I | I |
[Planned unavailable hours || ss.40|| 5.20|| 33.30|| 21.90|f o[ 20.80|] 55.90| 46.40|
|Unp|anned unavailable hours || 0” 0|| O” 2.70” 0” O” 0” 0|
[Fault exposure hours | ol ol| ol| ol ol| ol| ol| of
|Effective Reset hours ” 0” 0” 0” 0” 0” 0” 0” Ol

|Required hours

||2103.60|[2208.00||2209.00]||2160.00|[1141.00|[2064.00|[1854.00]|2002.00|

[Train 2 I I I I I I I I |
[Planned unavailable hours [ s5.20|] 24.90]| o[ 23.60|] 16.40|| o|[ 4s.40|| 62.30]
|Unp|anned unavailable hours || 0” 0” 19.90” 0” 0” O” 2.50” 0|
|Fau|t exposure hours || O” O|| 0|| O” O|| 0|| O” O|
|Effective Reset hours I ol| ol| of| ol| ol| of| ol| ol

|Required hours

||2103.60|[2208.00||2209.00]|2160.00|[1141.00|[2064.00][1854.00]|2002.00|

[Train 3 | I I | I I | I |
[Planned unavailable hours [ e6.30]] ol| ol| o[ o|[ 3180 o[ 0|
|Unp|anned unavailable hours ” 0” 0” 0” 0” 0” 0” 0” Ol
[Fault exposure hours | ol ol| ol| ol ol| ol| ol| of
|Effective Reset hours | of| o|| o|| o|| of| of| of| ol

|Required hours

|[2103.60][2208.00][2209.00][2160.00][1141.00][2064.00][1854.00][2002.00]

[Train 4 I I | I I | I I |
|Planned unavailable hours || O” O|| 0|| 48.60” O|| 0|| O” O|
|Unp|anned unavailable hours || 0” 3.30” O” 0” 0|| O” 0” 0|
|Fau|t exposure hours || 0” 0|| O” 0” 0|| O” 0” 0|
|Effective Reset hours I o[ ol| ol| o[ ol| ol| o[ 0|

|Required hours

||2103.60||2208.00|[2209.00]||2160.00|[1141.00||2064.00||1854.00]|2002.00|

|Indicator value

|| 0.690| 0.696|| 0.690| 0.6%|[ 0.790|| 0.6%|| 0.79%0| 0.8%|

Licensee Comments: none
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Safety System Unavailability, Heat Removal System [AFW)
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Thresholds: White = 2.0% Yellow = 6.0% Red > 12.0%

Notes

[safety system Unavailability, Heat Removal System (AFW)|| 2Q/00|| 30/00]| 4Q/00|[ 10/01][ 2Q/01]| 30/01][ 49/01][ 10/02]

|Train 1

|Planned unavailable hours

|| 3.80|| 20.20|| 36.93|| 24.20|[ 12.90|] o0.60|| o0.80|] 4.40]|

|Unp|anned unavailable hours || 0” 0|| O” 0” 0|| O” 0” 0|
|Fau|t exposure hours || 0” 0|| O” 0” 0|| O” 0” 0|
|Effective Reset hours I o[ ol| ol| o[ ol| ol| o[ 0|

|Required hours

||2103.60||2208.00||2209.00]|2160.00|[1141.00||2064.00][1854.00]|2002.00|

|Train 2

|Planned unavailable hours

|| 15.80|] 32.00|[ 2.00|| 3.40|[ 1.70|] 25.50|| 7.80|| =20.70]|

|Unp|anned unavailable hours || 0” 0” 0.90” 0” 0” O” 0” 0|
|Fau|t exposure hours || 0” 0|| 0|| 0” 0|| 0|| 0” 0|
|Effective Reset hours I ol| ol| ol{ ol| ol| ol{ ol| ol

|Required hours

||2103.60|[2208.00||2209.00||2160.00|[1141.00||2064.00|[1854.00]|2002.00|

|Train 3

|Planned unavailable hours

[ 2.70][ 2.00]] 9.00]] 12.30]] 3.30][ 22.70]| o0.90|| 23.40]

|Unp|anned unavailable hours || 1.10” 0.70” 0|| 0” 0|| 0|| 0” 0|
|Fau|t exposure hours || 0” 0|| 0|| 0” 0|| 0|| 0” 0|
|Effective Reset hours || 0” 0|| O” 0” 0|| O” 0” 0|

|Required hours

|[2103.60]|[2208.00][2209.00][2160.00|[1141.00]|[2064.00][1854.00][2002.00]

|Indicator value

|| 0.69%| 0.796| 0.79%| 0.6%|[ 0.690|| 0.7%|| o0.6%6| 0.69%0|

Licensee Comments: none
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Safety System Unavailability, Residual Heat Removal System
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Thresholds: White = 1.5% Yellow = 5.0% Red = 10.0%

Notes

[safety System Unavailability, Residual Heat Removal System|| 20/00|| 30/00]| 40/00|[ 1q/01|[ 20/01][ 30/01]| 40/01][ 10/02]

[Train 1 I | | I | | I | |
[Planned unavailable hours || 25.80]| ol| o[ 20.10|| 11.60|[ 12.80|| of| ol
|Unp|anned unavailable hours || 0|| O|| O|| 0|| O|| O|| 0|| O|
|Fau|t exposure hours || 0|| O|| O|| 0|| O|| O|| 0|| O|
|Effective Reset hours || ol| ol| ol| ol| ol| ol| ol| 0|

|Required hours

||2183.00]||2208.00|[2209.00]||2160.00|[2183.00|[2208.00|[2209.00]|2160.00|

[Train 2 | | | | | | | | |
|Planned unavailable hours || 19.60” O|| O|| 0|| O|| O|| 22.60” O|
|Unp|anned unavailable hours || 0” O” O|| 0” O” O|| 0” O|
|Fau|t exposure hours || 0|| 0|| 0|| 0|| 0|| 0|| 0|| 0|
|Effective Reset hours i of| ol| ol| of| ol| ol| of| ol

|Required hours

||2183.00||2208.00|[2209.00||2160.00|[2183.00|[2208.00][2209.00]|2160.00|

|Indicator value

|| 0.296|| 0.290]] 0.290]] 0.29| 0.296|] 0.3%)]| 0.3%)]| 0.3%)]

Licensee Comments: none
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Safety System Functional Failures (PWR)
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Thresholds: White = 5.0

Notes

[safety system Functional Failures (PWR)|[2G/00][3Q/00][40/00][10/01][20/01][30/01][a0/01][10/02]
|Safety System Functional Failures || 0” 0|| 0|| 1|| 0” 0” 0” 0|
| I I | | | I I | |
|Indicator value ” 2” 2” 0” 1” 1” 1” 1” O|

Licensee Comments: none
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Reactor Coolant System Activity
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Thresholds: White = 50.0 Yellow = 100.0
Notes
Reactor Coolant System
Activity 4s00||  5/00|| ers00|| 7s00|| sr00|| 9s00|| 10s00|| 11/00|| 12/00|| 1/01|| 2/01]|| 3/01
[Maximum activity ||0.001690||0.001680]|0.001740]|0.002160||0.002030||0.002080||0.002460|[0.002650||0.003180|[0.002850||0.003320|[0.004010]
[Technical specification limit I 1.0|[ 1.0|| 1.0|| 1.0|| 1.0|[ 1.0|| 1.0|| 1.0|| 1.0|| 1.0|[ 1.0|| 1.0|
| I I I I I I I I I I I | |
[Indicator value I 0.2|| 0.2 0.2|| 0.2|| 0.2|| 0.2|| 0.2 0.3|| 0.3|| 0.3|| 0.3|| 0.4]
[Reactor Coolant System Activity||  4/01][s/01|]  er01]|  7/01]| ssoi]| os01]| 10s0a]|] 11s0a]] 12/01]] 1/02|] 2/02]|  3/02]
[Maximum activity ||0.003300|| N/Al[0.001620|[0.001001][0.000914][0.001400]|[0.000961][0.001700][0.002210][0.005370][0.004080][0.002100]
[Technical specification limit i 1.0/ 1.0 1.0|| 1.0| 1.0|| 1.0|| 1.0|| 1.0|| 1.0| 1.0|| 1.0|| 1.0|
| I Il I I I I I I I I I |
[Indicator value || 0.3|[ n/A]| 0.2| o.4]| o0.1]| 0.1]| 0.1]| 0.2| 0.2| 0.5|| 0.4]| 0.2]

Licensee Comments: none
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Reactor Coolant System Leakage
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Thresholds: White = 50.0 Yellow > 100.0

Notes

[Reactor Coolant System Leakagel|[4/00][5/00][6/00][7/00][s/00][9/00][10/00][11/00][12/00]|[1/01][2/01][3701]

[Maximum leakage Lol of o of of of of of of of of o
[Technical specification limit || 10.0|[ 10.0|[ 10.0|| 10.0]| 10.0|[ 10.0]| 10.0|[ 10.0|| 10.0|| 10.0| 10.0|[ 10.0]
| | | | I | I I | I | |
[Indicator value [ ol ol o o o o o| o| off ol of o

[Reactor Coolant System Leakage||4/01|[5/01|[6/01||7/01]|s/01|[9/01][10/01][11/01||12/01]|1/02|[2/02][3/02]

[Maximum leakage [ ol o o ol o o o[ 0.04s]| 0l[0.090][0.160][0.050]
[Technical specification limit |[ 10.0][ 10.0][ 10.0][ 10.0][ 10.0][ 10.0]| 10.0][ 10.0]] 10.0][ 10.0][ 10.0][ 10.0]
| | | | | I | | I | | |
[Indicator value [ o ol ol ol of o o|f[ o5 ol o.9| 1.6 0.5

Licensee Comments: none
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Drill/Exercise Performance
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Thresholds: White < 90.0% Yellow < 70.0%

Notes

[Drill/Exercise Performance|[2Q/00|[30/00][4G/00][10/01][20/01][30/01][40/01][10/02]
|Successful opportunities || 32.0|| s0.0| 74.0| 13.0|| 10.0| 9.0 109.0| 39.0|
[Total opportunities || 32.0|| s00| 75.0|| 150 10.0| 10.0| 112.0| 43.0|
| I I I I I I I I |
[Indicator value |[96.290][96.8%0][97.5%][96.9%6|[97.290][97.390]|97.490][96.82%4]

Licensee Comments: none
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ERO Drill Participation
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Thresholds: White < 80.0% Yellow < 60.0%

Notes

[ERO Drill Participation || 2Q/00][30/00][4q/00][10/01][2q/01][30/01][40/01][10/02]
|Participating Key personnel|75.0  |[75.0 |[74.0 |[73.0 |[71.0 |[71.0 |[72.0 [[74a.0 |
[Total Key personnel [[75.0  |l7z6.0 |70 |[ze.0 |[7a.0 |lz5.0 |[77.0 |[78.0 |
| I I I I I I I I |
[Indicator value |[100.090][98.790][24.996][96.196|[95.990][94.790][93.5%][94.994]

Licensee Comments: none
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Alert & Notification System
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Thresholds: White < 94.0% Yellow < 90.0%

Notes

[Alert & Notification System|[2Q/00][30/00][4aq/00|[10/01][26/01][30/01][40/01][10/02]
[Successtul siren-tests [ aos|| a9s|| a496|| 493|| 496|| a494|| a97|[ a49s]
[Total sirens-tests || a97|| a97|| 497|| a97|| 497|| a97|| 497|[ a497|
| I I I I I I I I |
[Indicator value |[29.8%0|[29.796][29.796|[99.590][99.690][99.5%]|99.626][99.790]

Licensee Comments: none
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Occupational Exposure Control Effectiveness

20000
JQ00
40000
10001
201
J0m
4001
10002

10

P =
1 L 1 L 1 =
=

12

14

Thresholds: White = 2.0 Yellow = 5.0

Notes

[occupational Exposure Control Effectiveness|[20/00][30/00][40/00][1q/01][20/01][30/01][40/01][10/02
|High radiation area occurrences || O|| 0” 0” 0|| 0|| 0|| O|| O|
|Very high radiation area occurrences || O|| 0” 0” 0|| 0|| 0|| O|| O|
|Unintended exposure occurrences || O|| 0” 0” 0|| 0|| 0|| O|| O|
|Indicat0r value || O|| O” O” O|| 0|| 0|| 0|| 0|

Licensee Comments: none
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RETS/ODCM Radiological Effluent
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Thresholds: White = 1.0 Yellow = 3.0

Notes

|[RETS/0DCM Radiological Effluent|[20/00][30/00][4q/00][10/01][20/01][30/01]|[40/01][10/02]
[RETS/0DCM occurrences [l ol| of| of| ol| ol| ol| of| ol

|Indicat0r value || 0|| 0” 0” O|| O|| O” O” O|

Licensee Comments: none
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Protected Area Security Performance Index
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Thresholds: White > 0.080

Notes

[Protected Area security Performance Index|[2Q/00]|[30/00][4q/00|[10/01][20/01][30/01][4G/01][10/02]

|IDS compensatory hours

||683.90|{142.40|[279.40|[111.00|| 407.50]|| 48.60]|156.70|282.70]|

|CCTV compensatory hours

IL__ol o of of of of of s

|IDS normalization factor

|| s.80|| 3.80|[ 3.80|| 3.80|| 3.80|| 3.80|| 3.80| 3.80]

|CCTV normalization factor

[ 28] 28] 28] 28] 28 28] 28] =29

|Index Value

|| 0.038|| 0.029|[ 0.023]|[ 0.018|| 0.014]| 0.013]| 0.011] 0.014]

Licensee Comments: none
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Personnel Screening Program
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Thresholds: White = 2.0 Yellow = 5.0

Notes

[Personnel screening Program|[2Q/00][3G/00][4q/00|[10/01][20/01][30/01][aq/01][10/02]
|Program failures || 0|| 0|| 0|| 0|| 0|| 0|| 0” 0|

|Indicat0r value || 0|| 0|| 0” 0” O|| O|| O” O|

Licensee Comments: none
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FFD/Personnel Reliability
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Thresholds: White = 2.0 Yellow = 5.0

Notes

|[FED/Personnel Reliability|[20/00][30/00|[40/00][10/01][20/01][30/01][40/01][10/02]
|Program Failures || 0|| 0|| 0|| 0|| 0|| 0|| 0|| 0|
| I I I I I I | | |

|Indicat0r value ” O|| 0|| 0|| 0|| 0|| 0” O|| O|

Licensee Comments: none

A pI summary | Inspection Findings Summary | Reactor Oversight Process

Last Modified: May 1, 2002
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